RUSK COUNTY ELECTRIC COOPERATIVE, INC.
METER POLE FOR UNDERGROUND SERVICE

1/4" Lag Bolt. GAIN POST FOR MIN.
7 See Note 4 on this sheet. 3" WIDE BEARING
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,.L‘ Mark neutral conductor with
= /_ white tape.

From back of meter base, enter
o side of breaker box. Install close _/—-l-- $
nipple with bushings and locknuts. =

|
L™ 2" Schedule 40 PVC or steel conduit. . L
Install conduit bushings & locknuts. / '

Install conduit straps separated no
48" MIN more than 30" with a minimum
) of 2 straps.

72" MAX.
Main disconnect

Min. #4 bare copper ground wire,
E:!dl 1 in conduit. I 3 E—3
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FROM
TO HOUSE OR
TRANSFORMER ’ MOBILE HOME
-s—— 8§ ground rod
0 galvanized or copper coated ' 0
Notes:

1. RCEC will enter meter base on left side.

2. Member will install riser conduit, conduit straps and long sweep radius elbow.

3. Main disconnect location must meet clearance requirements as
specified by NEC 110-16.

4, To mount meter base on pole, member will attach with 1/4" lag bolts.
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